Accurate revenue metering with low power current and voltage sensors according to recent IEC 61869-10 and IEC 61869-11 standards
LPVT Class 0.2 not confirmed in field test
Class 0.5 performance is demonstrated

![Graph showing data points and mean values with labels for L1, L2, L3, and a criterion limit of agreement]